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POWER AND COMMUNICATION PLAN - SECOND FLOOR

1/8" = 10"

REFERENCED ELECTRICAL NOTES:

@ PROVIDE ONE(1) FIRE RATED POKE-THRU AT THE INDICATED LOCATION.

FIRE RATED POKE-THRU SHALL CONSIST OF ONE DUPLEX RECEPTACLE
AND ONE DUPLEX DATA JACKS WITH BRASS FLIP COVERS. (HUBBELL
SYSTEM ONE FRPT 4x4 WITH BRASS UNIVERSAL FLANGE AND COVER
ASSEMBLY).

PROVIDE 4-CAT 6 CABLES FROM IT ROOM 108 PATCH PANEL TO FURNITURE
CONNECTION INDICATED.

GENERAL ELECTRICAL NOTES:

1. REFER TO ARCHITECTURAL DRAWING AND ELEVATIONS FOR FINAL
LOCATIONS OF ALL DEVICES MOUNTED ABOVE COUNTER.

2. REFER TO ARCHITECTURAL DRAWINGS AND ELEVATIONS FOR
STANDARD MOUNTING HEIGHTS, EQUIPMENT DESCRIPTIONS AND <
EQUIPMENT FINAL LOCATIONS.

3. PROVIDE A GREEN INSULATED GROUNDING CONDUCTOR FOR ALL
EQUIPMENT, LIGHT FIXTURES AND RECEPTACLES.

4. ALL COMBINATION TELEPHONE/DATA OUTLETS AND WALL
TELEPHONE OUTLETS SHALL HAVE ONE (1) DOUBLE GANG BOX
AND APPROPRIATE COVER PLATE. PROVIDE ONE (1) 1" CONDUIT
FROM THE OUTLET BOX TO THE CORRIDOR CEILING SPACE CABLE
TRAY. THE DEVICE, COVERPLATE, AND CABLING SHALL BE
CONSIDERED BY ELECTRICAL CONTRACTOR.

5. REFER TO SHEET 2-E9 FOR MOTOR & EQUIPMENT WIRING. REFER
TO SHEET 2-E8 FOR ELECTRICAL SYMBOLS LEGEND AND LIGHT
FIXTURE SCHEDULE.

6. THE NEW AND RELOCATED FIRE ALARM DEVICES SHALL BE
CONNECTED TO THE EXISTING SIMPLEX 4100 FIRE ALARM SYSTEM.
ANY NEW FIRE ALARM DEVICES SHALL MATCH EXISTING. UPGRADE
SYSTEM PER SPECIFICATIONS.

7. AT LOCATIONS WHERE ELECTRICAL DRAWINGS SHOW A NEW
DEVICE IN AN EXISTING TO REMAIN WALL, ELECTRICAL
CONTRACTOR SHALL CUT AND PATCH THE WALL AS REQUIRED TO
RECESS THE BACKBOX AND ROUTE THE CONDUIT CONCEALED.

8. AT LOCATIONS WHERE A POWER RECEPTACLE IS INSTALLED
WITHIN 6 FEET OF A LAVATORY, SINK, OR OTHER WATER SOURCE,
THE RECEPTACLE SHALL BE GFI PROTECTED.

9. EACH BRANCH CIRCUIT INDICATED SHALL INCLUDE A DEDICATED m
NEUTRAL CONDUCTOR.

10. ELECTRICAL CONTRACTOR SHALL FOLLOW THE BRANCH CIRCUIT
WIRING SHOWN ON THE DRAWINGS. ANY DEVIATION MUST BE
APPROVED BY THE VA PROJECT MANAGER. MORE THAN 3
CIRCUITS IN A GIVEN CONDUIT OR JUNCTION BOX SHALL NOT BE
PERMITTED.

11. ELECTRICAL CONTRACTOR SHALL BE RESPONSIBLE FOR THE
FURNISHING AND INSTALLATION OF ALL SHOWN PAGING
SPEAKERS AND THE ASSOCIATED WIRING FROM THE SPEAKERS
TO COMMUNICATIONS ROOM 108.
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